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G UEC{ Iritial Comments

' Report of Bisnnial Construction Survey by Frank
Sirickland on 0B 2015;

I'his facility was first submitted on 114041987 as
a Family Care Home. This facility is licensad for
a capacity of aix [6) ambulatory residents (able o
evatuate without physical or verbal assistance
during an emergency). Based on this
information, this facility is required to meat the

P 1884 " rules for family care homes minimim,
desired standards regulations © | 1he applicable
porions of the 2005 ™ regulations for family cars
homes " ., and the 1978 Edition of the Marth
Carolina State Building Code Seclion 408, 1(G),
Residenfial Care Facilily.

Theara were defiziencies cied at the time of this
survey and a Flan of Comrecton is required,

© 174 Building Equipment Maintained Safe, Operating

- SECTION 0300 - THE BUILDING
T0ANCAT 135 0317 BUILDING SERVICE
EQUIPMENT
‘{a) The bullding and all fire safety, elacirical,
mechanical, and plumbing equipmeant in a family
cara home shall be maintained in & safe and
! operating corddion,
(I} This Rule shall aoply to new and esxsting
family care hameas.

{ This Rule is not met as avidenced by

! 1-Based on observation, the facility has nat
mainiained the service of the kitchen ranga/stove
exhaust hood in a safe manner. This will effect
all residents and staff while preparing cooking an

I the range/stove.

| Findings on C5/05/2015
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The kilchen range exhaust hood filter has
excEssive grease build-up,

. 2-Baszed on ohservation, the facility has not
maintzined the handrails at the entry doors in a

| ala manner, This will effect all residents and

i staff whan anlering the facility.

Findings an 05/05/2015

The stap handrail that |s located in the carpon
Ihal leads into the facility has excessive lataral
motion.,
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